Report of |nSpeCtiOn/TeSt Interstate Fire & Safety Equipment Company, Inc.

Semi-Annual Range Hood

September 10, 2007
Property
Super Burgers

123 Somewhere Street
Port Chester, NY 10573

PO Box 925 CT Licenss F30002
Greenwich, CT 08536 M. Licenss PO1030
(4] 9375100 Ma=sau Licenses HDLOOS 7 48
(=M 4y a7 7-2200 PELO1SY3

(03] 5311333 M™C License 81 754822
Fax 91493789725 LioT Cedt. B-214

Owner/Agent
Super Burgers

123 Somewhere Street
Port Chester, NY 10573

Conducted by: Nick Roberts

Inspection Ref: 99999
Jane Doe Contact:
(555)555-5555 (555)555-5556
Signatures
Inspector - Printed Inspector - Signature Date The inspection technician certifies that the system was
personally inspected and found conditions to be as
NICK ROBERTS ?\? 9/10/07 indicated on this report.
11:00 am
Owner/Owner Rep - Printed Owner/Owner Rep - Signature Date Except as noted, there are no changes to the original
approved system. No appliances have been added. |
Jane Doe 9/10/07 acknowledge responsibility to do regular visual inspections
11:01 am and do hood and duct cleaning per NFPA 17A and 96.
System Information
Type Manufacturer Model Serial # Location
Wet Chem PyroChem PCL460/460 FRONT WALL MAUN KITCHEN
Pull Station Type Pull Station Location
Mechanical LEFT OF HOOD BY EXIT
Fuel Shutoff
Fuel Type Fuel Shut Off Type Location Reset
Gas Mechanical UNDER HOOD BEHIND 4 BURNER]| YES
Appliance Plenum Duct Other 360 deg F 450 deg F 500 deg F Other
12 4 4 7
Appliances
Appliance #1 Fuel Appliance #2 Fuel Appliance #3 Fuel
Stove Gas | Grill Gas | Oven Gas
Appliance #4 Fuel Appliance #5 Fuel Appliance #6 Fuel
Fryer Gas | Griddle Gas | Stove Gas
Fusible Links
. Manufacturer Link Replace | Condition | Replaced
Location - System Qty [Temp | Type Model Date Date Ok
7 Yes No
Print 10/10/2007 (All "NO" answers are to be fully explained.) Page 1 of 8




Report of |nspection/TeSt Interstate Fire & Safety Equipment
Company, Inc

Semi-Annual Range Hood Wieh site: www interstatefireandsfty net
September 10, 2007 Email: infoi@interstatefireandsfty. net
Property:  Super Burgers
Owner:  Super Burgers Inspection Ref: 99999
Cylinder(s)
® Inspection - Service
= = [©)
Unit Description/ Manufacturer 8 3§ g
ni ipti . ufactu =) —
. Size ; > 5 S =
# Location Model Serial # | £ ©g | 9% 2 [8lclelelg]e
> 5 F x 0O = Fl1asl5]12|8] 9
I c 2 - 5 oclelalms|Lle
7 -1 = o ‘D =3 ol=s|o|3|T
g - 2 |z
Right of hood 460/460| PCL NA NA NA 225 | Ok|Ok]Ok|Ok] Ok|[ Ok
Ok - Passes Inspection S - Serviced on site X - Requires Service NA - Not Applicable
Range Hood Inspection
Yes System in service on arrival?
No System installed in accordance with manufacturer's UL listing?

PIPE AND NOZZLES ARE NOT POSITIONED IN COMPLIANCE W ITH MANUFACTURERS SPECIFICATIONS.
WIRING FOR MICRO SWITCH IS CONNECTED INSIDE CONTROL HEAD.

Yes Does system meet UL-300 standards? (NOTICE !! SYSTEMS NOT MEETING UL-300 STANDARDS
MAY NOT SUPPRESS FIRES AS ORIGINALLY INSTALLED)

Yes System has not fired as indicated by guage pressure in proper range or "Fired" indicator?

Yes Tamper seals intact with no evidence of tampering?

No Nozzles have proper coverage, are of the correct type and are positioned correctly?

NOZZLES NEED TO BE ARRANGED FOR CORRECT APPLIANCE C OVERAGE.

Yes Hood/duct penetrations sealed with weld or UL device?

Yes Piping & conduit securely mounted and installed per manufacturers recommendations?

Yes Mechanical linkage including cable travel, S hooks, levers and springs if present satisfactory at all
points?

Yes Proper separation of fryers to flame and filters to flame?

Yes Filters are in place and baffle type per NFPA 96-3-1?

Yes Portable fire extinguisher (40B or K rated) within 30" of cooking equipment and properly serviced?

Yes Exhaust fan in operating order?

Normal Category of grease build up. NOTE: EXCESSIVE GREASE BUILDUP COULD IMPAIR THE

EFFECTIVENESS OF THE HOOD SUPPRESSION SYSTEM.
Range Hood Testing

NA System operate properly by automatic release?

NA System operate properly from manual release?

NA Did the fuel shutoff(s) operate properly?

NA Micro switch operate properly and electrical equipment shutdown?

Yes Exhaust fan operate properly?

NA Local and central station alarms actuate?

Yes System is armed and returned to service including slave cylinders. Also, fuel shutoff is in on postion,

system piping actuation lines are connected, all seals are replaced, safety pins removed and all
nozzle covers are replaced and sealed?

Print 10/10/2007 (All "NO" answers are to be fully explained.) Page 2 of 8




Report of |nspection/TeSt Interstate Fire & Safety Equipment
Company, Inc

Semi-Annual Range Hood Wiah site: wwaw interstatefireandsfty. net
September 10, 2007 Email: infoi@interstatefireandsfty. net
Property:  Super Burgers

owner: Super Burgers Inspection Ref: 99999

Range Hood Maintenance

NOTABLE TO DISARM CONTROL HEAD DUE TO WIRING INSIDE BOX.
Number of fusible links replaced
Date on replacement fusible links
Weight of cartridge (if present and if required to be weighed).
Number of nozzles cleaned
Number of nozzle caps replaced

Range Hood Documentation

No Personnel instructed in manual operation of system?
NO ONE TO INSTRUCT

Yes Fan warning sign on hood?

Yes Service & Certification tag on system?
NON COMPLIANT TAG

Yes Non Compliance Sign Posted?

Print 10/10/2007 (All "NO" answers are to be fully explained.) Page 3 of 8




Report of |nspection/Test Interstate Fire & Safety Equipment
Company, Inc

Semi-Annual Range Hood Wiah site: wwaw interstatefireandsfty. net
September 10, 2007 Email: infoi@interstatefireandsfty. net
Property:  Super Burgers

Owner: Super Burgers Inspection Ref: 99999

Deficiency Summary

These items were deficient and do not meet the requirements of the applicable code at the time of the inspection. Items
marked Recommendation are not required by the applicable code but are opportunities to improve the Life Safety of the

property.

Range Hood System Information

Gas Fuel Shut Off 1 - Fuel
NEEDS COVER FOR GAS VALVE
9/10/07

Picture 9/10/07

Stove Appliance #1
10 BURNER RANGE
9/10/07

Picture 9/10/07

Grill Appliance #2
Print 10/10/2007 (All "NO" answers are to be fully explained.) Page 4 of 8



Report of Inspection/Test

Semi-Annual Range Hood
September 10, 2007
Property:  Super Burgers

Owner: Super Burgers

Inspection Ref: 99999

Range Hood System Information

Grill Appliance #2

48 inch GAS CHAR GRILL
9/10/07

Picture 9/10/07

Oven Appliance #3
9/10/07

Picture 9/10/07

Fryer Appliance #4

Print 10/10/2007

(All "NO" answers are to be fully explained.)
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Report of Inspection/Test

Semi-Annual Range Hood
September 10, 2007
Property:  Super Burgers

Owner: Super Burgers

Inspection Ref: 99999

Range Hood System Information

Fryer Appliance #4
9/10/07

Picture 9/10/07

Griddle Appliance #5

48 inch
9/10/07

Picture 9/10/07

Stove Appliance #6
4 BURNER RANGE

Print 10/10/2007

(All "NO" answers are to be fully explained.)
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Report of Inspection/Test

Semi-Annual Range Hood
September 10, 2007
Property:  Super Burgers

Owner:  Super Burgers Inspection Ref: 99999

Range Hood System Information

Stove Appliance #6

4 BURNER RANGE
9/10/07

Picture 9/10/07

Range Hood Inspection

No System installed in accordance with manufacturer's UL listing?
PIPE AND NOZZLES ARE NOT POSITIONED IN COMPLIANCE WITH MANUFACTURERS
SPECIFICATIONS. WIRING FOR MICRO SWITCH IS CONNECTED INSIDE CONTROL AUTOMAN.
9/10/07

Picture 9/10/07

No Nozzles have proper coverage, are of the correctty  pe and are positioned correctly?
NOZZLES NEED TO BE ARRANGED FOR CORRECT APPLIANCE COVERAGE.

Print 10/10/2007 (All "NO" answers are to be fully explained.) Page 7 of 8




Report of Inspection/Test

Semi-Annual Range Hood
September 10, 2007
Property:  Super Burgers

Owner: Super Burgers

Inspection Ref: 99999

Range Hood Testing

WIRING IS CONNECT INSIDE CONTROL AUTOMAN. MANUFACTURERS SPECS REQUIRE WIRING TO
BE OUTSIDE CONTROL AUTOMAN. NOT ABLE TO RESET SYSTEM IF TESTED. NOT ABLE TO TAKE

TANK OUT FOR SERVICE.

NA System operate properly by automatic release?

9/10/07

Picture 9/10/07

Range Hood Documentation

No Personnel instructed in manual operation of system?

NO ONE TO INSTRUCT

Yes Service & Certification tag on system?

NON COMPLIANT TAG

Print 10/10/2007

(All "NO" answers are to be fully explained.)
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